
 
 
 

Appendix A: WWTP Effluent Total Nitrogen Violations for 2009-2018 

 

Year 
(Total 

Violations) 
Month 

WWTP Effluent Total Nitrogen 

Monthly 
Avg. 

Limit=30 
mg/L 

Weekly 
Avg. 

Limit=45 
mg/L 

Daily 
Max. 

Limit=65 
mg/L 

Date Violation 
Occurred 

 
 

2009 (15) 

July 51 51 51 7/1/09 

August 51 51 51 8/12/09 

September 53 53 53 9/10/09 

October 47 47 47 10/14/09 

November 42 42 42 11/11/09 

 
 
 
 
 

2010 (33) 

January 50 50 50 1/3/10 

February 51 51 51 2/10/10 

March 76 76 76 3/17/10 

April 57 57 57 4/14/10 

May 34 34 34 5/12/10 

June 50 50 50 6/10/10 

July 40 40 40 7/4/10 

August 63 63 63 8/11/10 

October 54 54 54 10/31/10 

November 88 88 88 11/29/10 

December 140 140 140 12/30/10 

 
 
 
 
 

2011 (30) 

January 107 107 107 1/20/11 

March 121 121 121 3/31/11 

April 130 130 130 4/30/11 

May 150 150 150 5/12/11 

June 123 123 123 6/30/11 

July 150 150 150 7/31/11 

August 54 54 54 8/22/11 

September 67 67 67 9/28/11 

November 73 73 73 11/30/11 

December 67 67 67 12/22/11 

 
 
 
 
 
 

2012 (36) 

January 70 70 70 1/31/12 

February 59 59 59 2/29/12 

March 33 33 33 3/29/12 

April 75 75 75 4/30/12 

May 109 109 109 5/29/12 

June 104 104 104 6/27/12 

July 71 71 71 7/31/12 

August 60 60 60 8/23/12 



 
 
 

September 74 74 74 9/30/12 

October 111 111 111 10/30/12 

November 143 143 143 11/27/12 

December 170 170 170 12/30/12 

 
 
 
 
 

2013 (33) 

February 127 127 127 2/25/13 

March 145 145 145 3/28/13 

April 119 119 119 4/29/13 

May 141 141 141 5/29/13 

June 69 69 69 6/30/13 

July 95 95 95 7/31/13 

August 70 70 70 8/31/13 

September 92 92 92 9/30/13 

October 109 109 109 10/27/13 

November 58 58 58 11/24/13 

December 134 134 134 12/31/13 

 
 
 
 
 
 

2014 (36) 

January 94 94 94 1/26/14 

February 118 118 118 2/26/14 

March 144 144 144 3/31/14 

April 104 104 104 4/30/14 

May 130 130 130 5/28/14 

June 227 227 227 6/29/14 

July 97 97 97 7/31/14 

August 102 102 102 8/29/14 

September 69 69 69 9/30/14 

October 105 105 105 10/29/14 

November 132 132 132 11/25/14 

December 179 179 179 12/30/14 

 
 
 
 
 

2015 (33) 

January 111 111 111 1/25/15 

February 95 95 95 2/26/15 

March 129 129 129 3/29/15 

April 106 106 106 4/27/15 

May 111 111 111 5/31/15 

June 100 100 100 6/30/15 

July 115 115 115 7/29/15 

August 29 29 29 8/31/15 

September 125 125 125 9/30/15 

October 125 125 125 10/29/15 

November 168 168 168 11/30/15 

 
 
 
 
 

January 156 156 156 1/28/16 

February 149 149 149 2/28/16 

March 103 103 103 3/29/16 

April 78 78 78 4/27/16 

May 104 104 104 5/31/16 



 
 
 

2016 (33) July 99 99 99 7/28/16 

August 109 109 109 8/31/16 

September 93 93 93 9/11/16 

October 120 120 120 10/31/16 

November 133 133 133 11/30/16 

December 109 109 109 12/12/16 

 
 
 
 
 
 

2017 (36) 

January 135 135 135 1/31/17 

February 99 99 99 2/27/17 

March 65 65 65 3/31/17 

April 98 98 98 4/30/17 

May 97 97 97 5/31/17 

June 52 52 52 6/30/17 

July 102 102 102 7/5/17 

August 75 75 75 8/29/17 

September 71 71 71 9/16/17 

October 114 114 114 10/4/17 

November 130 130 130 11/2017 

December 148 148 148 12/2017 

 
 
 
 

2018 (24) 

January 96.2 96.2 96.2 1/12/18 

February 155 155 155 02/2018 

March 129 129 129 3/2/18 

April 150 150 150 4/6/18 

May 138 138 138 5/11/18 

June 126 126 126 6/8/18 

July 77.8 77.8 77.8 7/6/18 

August 54 54 54 8/3/18 

 

 

 

Appendix B: Total Suspended Solids Violation for 2009-2018 

 

Year 
(Total 

Violations) 
Month 

WWTP Effluent TSS 

Monthly 
Avg. 

Limit=30 
mg/L 

Weekly 
Avg. 

Limit=45 
mg/L 

Daily 
Max. 

Limit=65 
mg/L 

Date Violation 
Occurred 

 
2010 (4) 

February 41 -- -- 2/10/10 

March 37 -- -- 3/17/10 

December 47 47 -- 12/30/10 

2011 (2) January 48 48 -- 1/20/11 

2012 (3) December 68 68 68 12/30/12 



 
 
 

2013 (3) March 33 -- -- 3/28/13 

June 50 50 -- 6/30/13 

2014 (2) December 48 48 -- 12/30/14 

2015 (1) April 32 -- -- 4/27/15 

2016 (1) September 44 -- -- 9/11/16 

2017 (4) 
 

January 74 74 74 1/31/17 

February 31 -- -- 2/27/17 

 
2018 (9) 

March 79 79 79 3/2/18 

April 348 348 348 4/6/18 

August 105 105 105 8/3/18 
1. Note that “- -“represents a compliant value reported, not a missing data value. 

 

 

Appendix C: Effluent Flow Violation for 2009-2018 

Year 
(Total Violations) 

Month 

WWTP Effluent 
Flow 

Monthly Avg. 
Limit=1750 GPD 

 
 

2010 (7) 

May 3824 

June 2685 

July 1772 

August 2462 

October 2683 

November 2813 

December 3090 

 
 
 
 
 

2011 (9) 

January 2885 

May 2070 

June 2827 

July 3403 

August 4658 

September 2794 

October 3110 

November 2780 

December 3847 

 
 
 
 
 
 

2012 (9) 

January 3316 

February 3453 

March 3980 

April 2227 

May 2181 

June 2441 

July 2824 



 
 
 

August 2388 

December 2481 

 
 
 

2013 (6) 

February 2061 

March 2160 

April 2288 

May 4037 

June 4326 

July 3189 

 
 
 
 

2014 (9) 

February 2064 

March 1789 

April 1777 

July 2413 

August 1952 

September 1794 

October 1901 

November 1899 

December 2520 

 
 
 
 
 

2015 (8) 

January 2666 

February 2143 

March 2192 

April 2218 

May 2188 

June 1954 

July 1971 

December 2312 

 
 
 
 
 

2016 (9) 

January 2913 

February 2211 

March 2710 

April 1839 

May 2034 

July 2139 

August 1883 

November 1768 

December 2270 

 
 
 
 
 
 

2017 (10) 

January 3285 

February 2818 

March 2534 

April 2719 

May 2112 

June 2390 

July 2561 

October 1864 

November 2313 



 
 
 

December 2533 

 
 

2018 (5) 

January 2919 

February 2234 

March 2107 

April 2030 

May 1965 

 

 

 

Appendix D: Missing Report Violation for 2009-2018 

Year Due item Due date Status 

2009 (2) 
 

June SMR 7/15/2009 Not submitted 

Dec SMR 1/15/2010 Not submitted 

2010 (1) Sep SMR 10/15/2010 Not submitted 

2011 (2) Feb SMR 3/15/11 Not submitted 

Oct SMR 11/15/11 Not submitted 

2016 (1) June SMR 7/15/16 Not submitted 

 

 

Appendix E: Incomplete Report Violation for 2009-2018 

Year 
 

Month  Missing Constituent 

 
 

2010 (4) 

January Effluent Flow 

February Effluent Flow 

March Effluent Flow 

April Effluent Flow 

 
2011 (3) 

April Effluent Flow 

October Effluent pH, BOD, TSS, T. Nitrogen 

December Water supply TDS and pH 

 
 
 
 
 
 

January Effluent pH, Water supply pH 

February Effluent pH, Water supply pH 

March Effluent pH, Water supply pH 

April Effluent pH, Water supply pH 

May Effluent pH, Water supply pH 



 
 
 

 
2012 (12) 

June Effluent pH, Water supply pH 

July Effluent pH, Water supply pH 

August Effluent pH, Water supply pH 

September Effluent pH, Water supply pH 

October Effluent pH, Water supply pH and TDS 

November Effluent pH, Water supply pH 

December Effluent pH, Water supply pH 

 
 
 
 
 
 

2013 (12) 

February Water supply pH 

March Effluent pH, Water supply pH 

April Effluent pH, Water supply pH 

May Effluent pH, Water supply pH 

June Effluent pH, Water supply pH 

July Effluent pH, Water supply pH 

August Effluent pH, Water supply pH 

September Effluent pH, Water supply pH 

October Effluent pH, Water supply pH and TDS 

November Effluent pH, Water supply pH 

December Effluent pH, Water supply pH 

 
 
 
 
 

2014 (11) 

January Effluent Flow and pH, Water supply pH 

February Effluent pH, Water supply pH 

March Effluent pH, Water supply pH 

April Effluent pH, Water supply pH 

May Effluent pH, Water supply pH 

June Effluent pH, Water supply pH 

July Effluent pH, Water supply pH 

August Water supply pH 

September Effluent pH, Water supply pH 

October Effluent pH, Water supply pH and TDS 

November Effluent pH, Water supply pH 

 
 
 
 
 
 
 

2015(12) 

January Effluent pH, Water supply pH 

February Water supply pH 

March Effluent pH, Water supply pH 

April Water supply pH 

May Effluent pH, Water supply pH 

June Effluent pH, Water supply pH 

July Effluent pH, Water supply pH 



 
 
 

August Effluent pH, Water supply pH 

September Effluent pH, Water supply pH 

October Effluent pH, Water supply pH and TDS 

November Effluent pH, Water supply pH 

December Effluent pH, BOD, TSS, T. Nitrogen, Water supply pH and TDS 

 
 
 
 
 
 

2016(11) 

January Effluent pH, Water supply pH and TDS 

February Effluent pH 

March Effluent pH and Water supply pH 

April Water supply pH 

May Water supply pH and TDS 

July Water supply pH and TDS 

August Water supply pH and TDS 

September Water supply pH 

October Water supply pH 

November Water supply pH 

 
 
 

2017 (6) 

January Water supply pH 

February Water supply pH 

March Water supply pH 

April Water supply pH 

May Water supply pH 

June Water supply pH 

 

 

Appendix F: Late Report Violation for 2009-2018 

Year Due item Due date Date Submitted 

 

2009 (3) 

 

Aug SMR 9/15/2009 10/12/2009 

Sep SMR 10/15/2009 11/25/2009 

Oct SMR 11/15/2009 12/1/2009 

 

 

 

Feb SMR 3/15/2010 3/18/2010 

Mar SMR 4/15/2010 4/19/2010 

May SMR 6/15/2010 6/17/2010 

July SMR 8/15/2010 8/17/2010 

Aug SMR 9/15/2010 9/29/2010 



 
 
 

2010 (8) Oct SMR 11/15/2010 3/14/2011 

Nov SMR 12/15/2010 3/14/2011 

Dec SMR 1/15/2011 3/14/2011 

 
 
 
 
 
 

2011(11) 

Jan SMR 2/15/2011 3/14/2011 

March SMR 4/15/2011 1/17/2012 

April SMR 5/15/2011 1/17/2012 

May SMR 6/15/2011 1/17/2012 

June SMR 7/15/2011 1/17/2012 

July SMR 8/15/2011 1/17/2012 

August SMR 9/15/2011 1/17/2012 

September SMR 10/15/2011 1/17/2012 

October SMR 11/15/2011 1/17/2012 

November SMR 12/15/2011 1/17/2012 

December SMR 1/15/2012 1/17/2012 

 
 
 
 
 

2012(12) 

Jan SMR 2/15/2012 2/4/2013 

February SMR 3/15/2012 2/4/2013 

March SMR 4/15/2012 2/4/2013 

April SMR 5/15/2012 2/4/2013 

May SMR 6/15/2012 2/4/2013 

June SMR 7/15/2012 2/4/2013 

July SMR 8/15/2012 2/4/2013 

August SMR 9/15/2012 2/4/2013 

September SMR 10/15/2012 2/4/2013 

October SMR 11/15/2012 2/4/2013 

November SMR 12/15/2012 2/4/2013 

December SMR 1/15/2013 2/4/2013 

 
 
 
 
 
 

2013 (11) 

February SMR 3/15/2013 3/4/2016 

March SMR 4/15/2013 3/4/2016 

April SMR 5/15/2013 3/4/2016 

May SMR 6/15/2013 3/4/2016 

June SMR 7/15/2013 3/4/2016 

July SMR 8/15/2013 3/4/2016 

August SMR 9/15/2013 3/4/2016 

September SMR 10/15/2013 3/4/2016 

October SMR 11/15/2013 3/4/2016 

November SMR 12/15/2013 3/4/2016 



 
 
 

December SMR 1/15/2014 3/4/2016 

 
 
 
 
 
 
 

2014(12) 

Jan SMR 2/15/2014 3/4/2016 

February SMR 3/15/2014 3/4/2016 

March SMR 4/15/2014 3/4/2016 

April SMR 5/15/2014 3/4/2016 

May SMR 6/15/2014 3/4/2016 

June SMR 7/15/2014 3/4/2016 

July SMR 8/15/2014 3/4/2016 

August SMR 9/15/2014 3/4/2016 

September SMR 10/15/2014 3/4/2016 

October SMR 11/15/2014 3/4/2016 

November SMR 12/15/2014 3/4/2016 

December SMR 1/15/2015 3/4/2016 

 
 
 
 
 

2015(12) 

Jan SMR 2/15/2015 3/4/2016 

February SMR 3/15/2015 3/4/2016 

March SMR 4/15/2015 3/4/2016 

April SMR 5/15/2015 3/4/2016 

May SMR 6/15/2015 3/4/2016 

June SMR 7/15/2015 3/4/2016 

July SMR 8/15/2015 3/4/2016 

August SMR 9/15/2015 3/4/2016 

September SMR 10/15/2015 3/4/2016 

October SMR 11/15/2015 3/4/2016 

November SMR 12/15/2015 3/4/2016 

December SMR 1/15/2016 3/4/2016 

 
 
 
 
 

2016 (12) 

January SMR 2/15/2016 3/4/2016 

February SMR 3/15/2016 3/17/2016 

March SMR 4/15/2016 4/19/2016 

April SMR 5/15/2016 5/25/2016 

May SMR 6/15/2016 7/14/2016 

July SMR 8/15/2016 8/16/2016 

August SMR 9/15/2016 9/20/2016 

September SMR 10/15/2016 10/17/2016 

October SMR 11/15/2016 11/29/2016 

November SMR 12/15/2016 12/29/2016 

December SMR 1/15/2017 1/31/2017 



 
 
 

 
 
 
 
 

2017 (9) 

January SMR 2/15/2017 2/28/2017 

February SMR 3/15/2017 4/3/2017 

March SMR 4/15/2017 4/30/2017 

April SMR 5/15/2017 5/31/2017 

May SMR 6/15/2017 7/18/2017 

June SMR 7/15/2017 8/3/2017 

August SMR 9/15/2017 9/30/2017 

September SMR 10/15/2017 10/31/2017 

October SMR 11/15/2017 11/30/2017 

 

 

Appendix G: Alterations and Corrective Actions Taken By Discharger 

 

February 2013 

Discharger made changes to the timers in the Orenco system to address the Total Nitrogen 

Violation. 

March 2013 

Discharger adjusted splitter basin flow path to address the Total Nitrogen Violation. 

July 2013 

Discharger started the carbon source injection system to address the Total Nitrogen Violation. 

November 2013 

Discharger enabled the anoxic loop in the splitter basin. 

April 2014 

Discharger cleaned all nozzles to help with O2 transfer. 

October 2014 

Discharger cleaned all nozzles to help with O2 transfer. 

February 2016 

All tanks (septic, recirculation and dose tank) were pumped out on March 7 to remove 

accumulated bio-solids from them. 

September 2016 



 
 
 
All tanks were pumped out again in September to remove accumulated bio-solids. 

June 2017 

Recirculation and dosing tanks were pumped out to remove any bio-solids. 

August 2017 

septic tanks upstream are pumped out and cleaned. 

September 2017 

All septic tanks have been or are currently being pumped out and inspected.  All old, leaking, 

worn, failed, and (incorrectly) modified plumbing was replaced with new pipes that meet or 

exceed all code standards and (original) engineering drawings.   

April 2018 

installed regenerative blower (republic manufacturing HRC 301) into tank ST3(2000 gallon 

septic tank) and a wire mesh diffuser to freshen the wastewater and aid in treatment. 

July 2018 

design-build contract between Mount San Jacinto Winter Park Authority and Geosyntec 

Consultants, Inc. had been established to design and construct new WWTF to address non-

compliance issues. 

 


